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I. INTRODUCTION

Title 46 Code of Federal Requlations 34.05 requires that
approved foam systems be installed aboard tankers. The foam
liquid concentrates used in these systems are required to
demonstrate compliance with the fire test reguirements of
Federal Specification 0-F-555C - "Federal Specifications for
Mechanical Foam Liquid"(l). cClaims have been made that data
from one or more of three other test methods should be used
for the approval, but the relationship of the results of these
test methods to one another and to those of the O-F-555C
requirements is not known. In addition, not all currently
available foams have been subjected to the Federal
Specification O-F-555C.

The objective of this program was to: (1) determine the
relative fire-fighting effectiveness of commercially available
fire-fighting foams on fires approximating the severity of the ‘
early stages of tanker fires, and (2) determine whether or not '
the four prominently accepted national and international fire- |
test methods provide comparable and interchanceable measures '
of fire-fighting effectiveness. :

To fulfill the objectives, 26 commercially available,
nonalcohol, ordinary temperature foam liquid concentrates werc
subjected to each of four different evaluation methods. The :
foams include protein, fluoroprotein, aqueous film forming "
foar (AFFF) and synthetic foams of various concentrations. '
Foam performance characteristics which were evaluated include: !

1. Resistance-to-breakdown when in contact with
hot surfaces.

2, Fire-fighting effectiveness in the control
- and extinguishment of liquid fuel fires.

3. Sealability of the foam blanket for a
measured period of time.

4. Containment of reignited openings in the
blanket (i.e., burnkack resistance).

5. Compatibility with fresh and sea waters.

In addition to Federal Specification 0-F-555C, the
procedures of British Fire Research Note 1007(2), MIL-F-24384(3),
and ULnderwriters Laboratories Standard 162(4) were employed.
Tests included foams generated with both fresh and sea waters.
Test fires were fueled with both gasoline and n-heptane fuels.
Foam-quality and physical-property tests were conducted on
each foam as specified in each method. Properties of the test
fuels were also determined.




ITI. CONDUCT OF TESTS

A. Test Descriptions

This section describes each of the four test methods and
apparatus in general terms. Complete details of each method
are contained in references 1 through 4 listed at the end of
this report. However, Table 1 summarizes the essential
features of the tests.

FRN 1007 - The FRN 1007 test method(2) is a laboratory-
scale test designed primarily to compare the relative effective-
ness of a foam liquid concentrate when tested with a specific
nozzle on different types of fuel. While this test method
requires a small amount of equipment and is easy and economical
to perform, it is intended primarily to deterrmine the relative
effects of varying fuels with a given test nozzle and foam
combination. A given foam may produce different foam qualitics
within the test nozzle than those produced using full-scale
foam equipment. The FRN 1007 method does not contain reguire-
ments except that the fire must be extinquished within 3 min
of foam application. Figures 1 through 8 depict various stages
of this test.

A brass 5 lpm standard branch pipe(6), fitted with the
diverter specified in FRN 1007, was used. The diverter was
adjusted to provide a straight stream discharge into the pan
at a flow rate of 0.75 lpm and the remainder discharged to
waste as shown in Figures 1, 2, and 3. During calibration,
5.167 lpm flowed through this nozzle at 100 psig (3.3 percent
high).

A round brass test pan 15 cm high and 56.5 cm in diameter
(2.7 sq ft) was used. The brass burnback not employed was
11 cm high and had an inside diameter of 12 cm.

HIL-F-34385 - This method, as revised by Amendment 8(3),
requires that the foam be applied for 65 sec with a specified
test nozzle which produces a fan-shaped, angular discharge
pattern. Foam quality and identification tests are specified.
This method is intended primarily for evaluating 6 percent
aqueous film forming foams (AFFF). The preburn time of 15 sec
is shorter than that used in the other test methods studied.
Gasoline is the specified test fuel, but both gasoline and
heptane were used in the present tests. Figures 9 throuah 12
show several stages of this test method.




A brass nozzle with a nominal capacity of 2 gpm at
100 psig was used. The outlet was modified by adding a "wing

tip" spreader to provide a fan-shaped discharge. During
calibration, 1.947 gpm flowed through this nozzle at 100 psig
(2.7 percent low). Sce Figure 10.

The round steel test pan was 5 in. high and 6 ft in
diameter (28 sq ft). The steel kurnkachk pan measured was
2 in. high and 12 in. in diameter.

UL 162 - The UL Standard for Air-Foam Lquipment and
Liquid Concentrates, UL 162, Fourth Edition, is a performnance-
orientated standard intended to evaluate the suitability of the
foam liquid ccncentrate when used in combination with specific
foam equipment. This standard does not svecify a standard
test nozzle. Rather, it specifies that the foam cuality and
25 percent drainage values obtained with a test nozzle be
equivalent to those produced with the full-scale foam making
equipment. For purposes of uniformity and to maximize the
value of comparative data in the tests carried out under this
project, the same nozzle was used on all foam tests for this
method. Heptane is the specified test fuel, but for this
series of tests, both heptane and casoline were used. The
stanaard contains performance criteria for foam properties,
concentration, fire extinguishment, scalability, and resistance
to burnback. It has had wide acceptance and use for evaluatina
both protein, fluoroprotein and synthetic type foam licuid con-
centrates for use on both alcohol and hydrocarbon type flammable |
liquids. Although it does not contain specifications for
aqueous film forming foams all foams were tested in accordance
with the test methods fourth edition. These requirements for
aqueous film forming foams have been added to proposed new
Fifth Lkdition of the Standard. See Figures 13 through 18.

Underwriters Laboratories recognizes three types of foam w
discharge outlets. They are as follows:

Type I - Discharge devices that conduct and deliver fcam |
gently onto the liquid surface without submergence of
the foam or agitation of the surface. Dxamples include
porous asbestos tubes, foam troughs along the insicde

of a tank wall, foam chutes, or foanm ladders.

Type II - Discharge devices that do not deliver foan
gently onto the liquid surface but are desicned to
lessen sukmergence of the foam or agitation of the
surface. L[xarples include foam chambers, suksurface
injection equipment, or applying thc foam off a
blackboard or the wall of a tank.




Type III - Discharge devices that deliver foam
directly onto the liquid surface at an angle above
the horizontal.  LIxamples include hand held nozzles or

monitors.

Type III application was used exclusively for the UL 162
portion. All references to the UL 162 method in the report
enploy the use of the Type III application only.

The brass nozzle used was the same as that specified for
the MIL-F-24385 tests, but fitted with an orifice having a
nominal capacity of 3 gpm at 100 psi. The wing tip spreader
was not used for these tests. This nozzle was used for all
UL 162 tests. Ordinarily, a foam manufacturer is permitted to
provide his own nozzle for this test, so long as the foams
produced are shown to have the same expansion and 25 percent
drain time foams produced by the full size nozzle. Accordingly,
this is a modification of standard procedures for this test
method and must be considered when reviewing the results.
During calibration, 2.96 gpm flowed throuch this nozzle at
100 psig (1.3 percent low). See Figure 13.

The square steel test pan was 12 in. high and 84.% in. square
(50 sq ft). The square steel burnback container was 12 in.
high and 6 in. square, with open top and bottom.

Federal Specification 0-F-555C - This method was originally
developed for the evaluation of 6 percent protein base foams.
This test method requires the use of a specific test nozzle
and is generally associated with outdoor fire testing. The
large fire size and the gasoline fuel make outdoor tests i
desirable. lowever, variations in weather and wind conditions
can have a significant and unpredictable effect on the outcome
of test conduct outdoors. This test method is depicted by
Figures 19 througn 28. N-heptane was used i addition to the
specified gasulire. The specified test nozzle wmay not always
produce foams having properties and performance equivalent to
foam produced from equipment designed specifically for that
foam.

A brass nozzle with a nominal capacity of 6 gpm at 100 psi
was useu. bDuring calibration, 5.99 gpm flowed through the
nozzle at 100 psi (0.167 percent low).

A square steel pan 36 in. high and 10 ft square (100 sqgq ft)
was used. The burnback container was the same as that used
for the UL 162 tests.




B. Test Materials

1. Foams - Twenty-six foams were selected for the tests
and they included protecin, fluoroprotein, AFFF, and synthetic foan
types. All were nonalcohol, regular temperature foams. A

letter symbol has been arbitrarily assigned to each foam
concentrate for identification. Foams B, E, G, X, L, 0, P,
Q, W and Y were produced under the Listing and Follow-Up
Service of Underwriters Laboratories Inc. Table 4 shows the
generic types and concentrations of the foams.

A sufficient quantity of foam was obtained through a
distributor for each foam A through Z to perform all of the
tests shown in Table 5. FPEach foam was from a single manufac-
turing lot or batch to avoid possible production variations.

The physical properties were determined for the 26 foan
concentrates using the test methods given in Table 6. The
measured properties are given in Table 7.

In addition, infrared analyses were conducted on all
synthetic and AFFF type foams. The results provide comparisons
of the basic moecular structures of successive samples, rather
than absolute analyses of product composition. Infrared analyscs
are useful for monitoring factory production changes which might
affect foam properties, since the molecular structure of a
given synthetic material and its infrared absorption spectrum
are well-defined. Copies of the spectra are contained in the
Appendix. It should be noted that experience has shown a
variation of the infrared absorption spectrum among successive
production samples of protein-based foaming agent from a given
manufacturer. This is expected and is largely the result of
variations in the molecular composition of the natural protein
sources used.

Each foam solution was prepared by premixing one batch and

using the same solution for one 0-I'-555C, one LL 162, one or

two lNIL-F-24385 and up to two FRN 1007 tests. The solution was
pumped from a mixing tank into a pressure tank from which it

was applied to each of the test fires via hose line and the
appropriate foam test nozzle. Foam quality determinations were
only made once for each foam solution-nozzle combination. Thesc
values are repeated in Tables 9 through 34 for convenience.

2. Fuels - Two different fuels were specified for this
test program; n-heptane and regular gasoline, having an averaae
octane rating ((R + M)/2) of 83 to 92. Because it is possible
that the effectiveness of a foam may be influenced by the fuel,
both fuels were included in the project.




Bulk guantities of n-haptane and gasoline were purchased
and stored in tanks to provide uniform fuels for all fire
tests. The properties of the fuels were determined and are
presented in Tables 2 and 3.

3. Fresh and Sea Water - Since foams will be used with
cither sea or fresh water, their ability to produce acceptable
fire-fighting, sealability and burnback resistance characteristics
was measured when mixed with both fresh or sea (salt) water.

The preparation of the substitute sea water followed
the methods of ASTM D1141-75, Formula A, Table 1, Sec. 4 (7)
Fresh water for the tests was supplied from a spring fed pond.

C. Test Facilities

It appears that O-F-555C and INIL-F-24385 were developed and
used for outdoor fire tests; whereas UL 162 and FRN 1007 are
primarily indoor fire test procedures. Experience has indicated
that outdoor fires are more quickly controlled and extinguished
than the same size fire in an indoor situation. Also, outdoor
tests involve variable draft conditions which adversely affect
the repeatability of test results even when the same foam,
water, and fuel combinations are used(5). 1In order to achieve
repeatability and to address the more severe fire situation,
all of the present tests were performed indoors.

All fire tests and foam quality measurements were conducted
in two interconnected fire test buildings at the Northbrook, IL
testing facilities of UL.

One building, approximately 37 £t by 66-1/2 ft and
22-1/2 ft high, was used in conducting the I'RN, MIL and UL 162
tests. This building is connected to a second by a door that
is 12 ft wide and 14 ft high. The second building is 40 ft
by 40 ft and 50 ft high. It was used in conducting the 0-r-555C
tests.

The connecting door was open for all tests, and exterior
aoors were closed at least until fire control was achieved.
With the doors closed air for the combustion process was
induced through a floor trench system to the outside. Exhaust
gases from the fires were collected and passed through gas-fired
afterburners for smoke abatement. During the 0-I'-555C tests,
water sprays were employed within the test building to assist
in smoke removal and to cool the walls of the test building.




D. Test Procedures
g The following test sequences were used for each of the four
test methods. In all cases, times required for control and

extinguishment to be achieved were recorded. Also recorded were,
water temperature, maximum and minimum air temperatures, and
maximum and minimum relative humidities. The latter data are
given in Table 8.

1. FRN-1007 - The premixed foam solution storage tank was
pressurized with air at 100 psi. The foam discharge hose was
then connected to the 5 1lpm test nozzle and foam was discharged
for several minutes to insure that both the line and the test
nozzle were fully purged. The diverter on the test nozzle was
adjusted to provide a foam solution flow rate of 0.75 lpm. This
was accomplished by adjusting the diverter until a 75 g sample
was collected in 6 sec. As soon as the nozzle flow rate was
adjusted, a foam sample was taken for expansion and drainage time
measurements. Both expansion and 25 percent drain time were
measure? Ysing the pan, 3?d/or cylinder methods, as described by
NFPA 11(8) and nNFpa 11B(®). see Figures 29 and 30. In some
cases, the foam was too thick to flow intoc the collection
cylinder and foam properties could only be determined using the
pan method.

A test nozzle was positioned 25 cm in front of, and 15 cm above,
the test pan. Nine liters of test fuel were poured intoc the test
pan, ignited and allowed to burn for 1 min. During this time,

the foam discharge was initiated and directed outside the pan.
After the 1 min preburn, foam was applied to the test pan by a
direct plunge method for a period of 3 min. See Figures 1 through
4,

Whenever a fire was successfully extinguished, the burnback
pot, containing 1 liter of test fuel, was positioned in the
center of the test pan. One minute after the foam discharge had
ceased, the fuel in the burnback pot was ignited and allowed to
burn until the entire pan was reinvolved in flame. (Note
Figure 5.) Observations were made of the time required for
reinvolvement of the entire test pan. See Figures 6, 7, and 8.

2. MIL-F-24385 - The foam discharge hose was connected to
the 2 gpm test nozzle. Foam solution was permitted to flow for a
period of 1 to 2 min to insure that the test nozzle was purged.
A foam sample was then collected for determination of expansion !
and 25 percent drain time. 1In some cases using the pan method,
the 25 percent drain time was less than 1 min and was not :
recorded. '
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Ten gallons of test fuel were placed in the 6 ft diameter
test pan, ignited, and permitted to burn freely for 15 sec. Sec
Figure 9. The discharge nozzle was located 3-1/2 ft above the
floor and aimed as shown in Figure 10 to permit the maximum
amount of the foam discharge to be applied into the test pan.
Foam solution was discharged for 65 sec. Other tests, which are
indicated with the letter A after the test number, were conducted
with the discharge nozzle hand-held rather than fixed for the
duration of the test. In these tests, the operator was permitted
to move along the perimeter of the test pan and move the nozzle
in a side to side motion.

Following extinguishment of the test fire, a 1 ft diameter
burnback pan containing 1 gt of fuel was carefully placed in the
center of the test pan. The fuel in the burnback pan was ignited
30 sec after the foam discharge ceased and observations were made
of the time required for 25 percent of the pan area to be rein-
volved. The minimum acceptable burnback time is 4 min.

3. UL 162 - The foam discharge hose was connected to the
3 gpm test nozzle. Foam was discharged for 1 to 2 min before a
foam sample was collected for measurement of expansion and
25 percent drain time. In some cases using the pan method, the
drain time could not be recorded.

The test nozzle was mounted on a test stand (see Figure 13)
approximately 3-1/2 ft above the floor and 6 ft in front of the
test pan and aimed so that the foam would strike the fuel surface
approximately 1 ft in front of the rear edge of the test pan.
Sixty-five gallons of fuel were placed in the test pan, ignited
and allowed to burn freely for 1 min. Foam was applied to the
test pan for a duration of 5 min. For subsequent tests, fresh
fuel was added to maintain a 2 in. layer of n-heptane. See
Figures 14, 15, and 16.

Following the foam application, the foam blanket was left
undisturbed for 15 min. During this time, a lighted torch was
passed over the foam blanket to determine its ability to seal
vapors from the fuel and prevent reignition. See Figures 17 and
18.

Following the 15 min torch test, a 6 by 6 in. steel con-
tainer was placed into the foam blanket approximately 2-1/2 ft
from two adjacent sides of the test pan. The exposed fuel
surface was ignited and allowed to burn freely for 1 min before
the container was removed. Observations were made to determine
that the reinvolved area did not exceed 4 sqg ft within 5 min.

4., O=~F-555C - The foam discharge hose was connected to a
6 gpm test nozzle. Foam was allowed to flow through the nozzle
for 1 to 2 min before a foam sample was collected for determina-
tion of expansion and 25 percent drain tiame,




Seventy-five gallons of test fuel were placed in the 100 sqg
ft test pan for the first test of each day. Twenty-five gallons
were added for each subsequent test. The fuel in the test pan
was ignited and allowed to burn freely for 1 min. See Figure 19.

The foam nozzle was positioned directly over the front edge
of the test pan and aimed so as to strike the back side of the
test pan approximately 12 in. above the fuel surface, as shown in
Figure 22. Foam was applied to the test pan for a duration of
5 min. See Figures 20 and 21.

Following the 5 min of foam application, the foam surface
was left undisturbed for 10 min. As shown by Figure 23, a
lighted torch was passed around the test pan for the period 10 to
14 min without touching or penetrating the foam. From 14 to
15 min after completion of the foam application, the lighted
torch was permitted to touch the foam blanket but not penetrate
more than 1/2 in. During this time, no sustained reignition
shall occur. See Figure 24.

Following completion of the torch test, a 6 by 6 in. steel
] container was placed into the blanket approximately 2 ft from the
front and right side of the pan and the foam removed. See
3 Figure 25. The exposed fuel was ignited and allowed to burn
freely for 1 min before the container was removed. See
Figures 26 and 27. It is required that the reinvolved area
should not exceed a 20 by 20 in. square for 5 min.
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Control of FRN Test Pan

Fle. 4
Near Extinguishment Fire i\
Burning on Back Edge C80-15743
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Fig. 5
Ignition of Burnback Pot
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Fig. 6
Fire Spreading Over Foam Surface
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Fig. 9
Fuel Being Placed In MIL Test Plan

Pig. 10
Nozzle And Fan Tip Being Positioned

For MIL Fire Test
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Fig. 11
Foam Beinz Applied Into MIL Test Pan

Fig. 12
Foam Beinr Arplied Into Test Pan
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Fig. 18§
Control Of Test Fire

Fig. 16
Fuel Burning In Front Corners

nd
And Foam Plunge Area C80-15749
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Fig. 17
Passing Of Torch Accross Center
With Fire Burninz Along Edge Of UL Pan

Figz, 18
Ghostins Of Flames Accross Pan C80-15750
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Fig, 21
Fire Burning In FrontCorner
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iz, 25
Byrntrack Container Reing Placed
In Foam Blanket

Fie, 26
Ignition Of Exposed Fuel - OF Test
Method
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Fig. 27
Burnback Container Being Removed
From OF Pan

Fig. 28
6 By 6 In. Opening Burning In
Foam Blanket
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Test
Parameter

Test Pan Shape
Area, Sq Ft
Height of Pan, In.
Fuel Type
Fuel Depth, In.
Freeboard, In.
Preburn, Sec
Application Method
Application Rate,
GPM Per Sq Ft

Application
Duration, Sec

Extinguishing
Time, Sec
Control Time, Sec

Coverage Time, Sec

Torch Period, Min

Burnback Area, Sq In.

Maximum Burnback
Area, Sq In.

Burnback Duration,
Sec

TABLE 1

COMPARISON OF FIRE TEST METHODS

TEST METHOD

FRN-1007 MIL-F-24385 UL162 O-F-555C
Round Round Square Square
2.7 28 50 100
5.9 5 12 36
Not specified Gasoline n-Heptane Gasoline
1.0 0.7 2.0 1.2
4.9 4.4 6.0 24.0
60 15 60 60
Plunging Fan Shaped Plunging Off Backboard
Discharge
0.07 0.07 0.06 0.06
180 65 300 300
180 65 300 300
Not specified Not Not 240
specified specified
Not specified Not Not 120
specified specified
None None 15 15
17.5 37.7 36 36
Entire Pan 1008 576 400
Not specified 240 300 300
End of test
25
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TABLE 2

PHYSICAL PROPERTIES OF TEST FUELS

Property Gasoline Heptane

Specific Gravity, 60 F/60 F 0.737 0.719
. Reid Vapor Pressure, PSI 8.1 2.0
Research Octane Rating 92.5 60.0

Motor Octane Rating 84.3 50.6
Barometric Pressure 752.7 mm of Hg 749.7 mm of Hg

at 24 C at 24 C
TABLE 3

DISTILLATION TEST RESULTS

Temperature C

Recovery, ML Gasoline Heptane
Initial Boiling Point 30.0 89.5
10 53.0 91.5
20 64.5 92.0
30 76.0 92.5
40 88.5 92.5
50 100.5 93.0
60 112.0 93.5
70 126 .0 94.0
80 148.5 94.5
90 178.0 95.5
95 199.0 96.5
End Point 224.5 125.0
Recovery, ML 98.0 99.0
Residue, ML 1.0 0.5

26




TABLE 4
COMMFRTIALTY AVATLABLE FCAM LIGQUTD CONIENTRATLE
Setter lacertification Tynre Fercont locncentrati.rn !
A Protein 3 :
B Frotein 3
Synthetic 3
D Syvntheti« 5
kE Protein ?
F Protein 3
G Fluororrotsin 2
H Fluoronratein £
T AFFF 3
J AFFF

K AFFF 3
L AFFF S
M AFFF g
N AFFRF £
0 AFFF 3
P AFFF &
Q AFFP 2
R AFFR H
S Protein 3

T Protein 6 1

. [§) Fluoroorotein 2 f
j v Fluoronrotein "
: ") Protein 3
X Protein 6
Y Fluoroorotein 3
Z Fluoroprotein )

U
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TABLE 5

HCD Vi, FUEL-WATER COMB.NATTCN

Teast [M=thnou

RN MIT=F-2"%07 J15k ==
11 soarme All foams selecte A1) fon
nams
411 Foams  Selesgted All Foaus Salaeto,
Foams Foane

Selante
Foamz

L nabtip- SolLot

D -
poAmn

TABLE 6

TEST METHODS FOR DETERMINING PHYSICAL PROPERTIES

Property

Test Method

Flash point
Specific gravity
Viscosity

pH

Pour point
Sedimentation

Precipitation

ASTM D56 ?
ASMT D1298 |
ASTM D88

Electrometric means
ASTM D97
ASTM D96

ASTM D96

28
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III. RESULTS OF TESTS

At least three trials were conducted with each method on
each of the 26 foams. Since each trial contained fire performance
and foam quality determinations, the data is extensive. The
results are shown for foams A through Z in Tables 9 through 34.
The differences in foam quality results for similar test
conditions may be attributed to normal test variations. The
tables arrange the data to illustrate the way each foam reacted
to the four test methods. Atmospheric conditions for each test
are provided in Table 8.

To show the way in which the foams reacted to each test
method, the data is regrouped per test method and tabulated again
in Tables 35 through 51. The following summarizations may help
further illustrate the very extensive data.

A. FRN-1007
PROTEIN FOAMS - TABLE 35

Twenty-five tests on eight protein foams were conducted.
control was achieved in 23 of these tests and the average control
was 1.82 min. Twenty-one of the fires were extinguished with an
average extinguishment time of 2.38 min. The protein foams
had an average burnback time in 21 of the tests of 18.99 min.

SYNTHETIC FOAMS - TABLE 36

Six tests were conducted using synthetic foams. Control was
achieved in five of these tests with an average control time of
1.29 min. Two of the six fires were extinguished with extinguish-
ment times of 1.19 and 2.87 min. The average burnback time was
the least of all foams used with an average of 6.13 min.

FLUOROPROTEIN - TABLE 37

Eighteen tests were conducted with fluoroprotein foams, and
extinguishment was achieved in 17 of these tests. The average
control time was 1.11 min and average extinguishment time was
1.76 min. The average burnback time for these 17 tests was
18.84 min.

AFF - TABLE 38

Control was achieved in all 32 tests with an average control
time of 0.682 min. Twenty-seven of these fires were extinguished
with an average time of 0.86 min. The average burnback time was
8.90 min.

Table 39 and Figures 31 and 32 provides a further summarization
of the test results on this method. The table contains average
performance values for each foam type and overall averages grouped
to show the effects of fuels, water, and concentratations. This
was the only test method with sufficient data to develop such a
summarization.




B. MIL-F-24385

The results of the tests according to MIL-F-24385 can be
summarized as follows:

PROTEIN FOAMS - TABLE 40

Control was achieved in one of the 24 tests conducted with
protein foams. The control time was 1.05 min. None of the fires
was extinguished.

SYNTHETIC FOAM - TABLE 41

No control or extinguishment was achieved in the six tests
conducted.

FLUOROPROTEIN - TABLE 42

Control was achieved in two of the 18 tests conducted.
Control times were 0.83 and 1.08 min. None of the fires were
extinguished.

AFFF - TABLE 43

Control was achieved in 51 of the 59 tests conducted with an
average control time of 0.78 min. Twelve test fires were
extinguished with an average extinguishment time of 0.91 min.
Acceptable burnback results were obtained in ten tests.

C. UL 162

The results of the UL 162 tests can be summarized as
follows:

PROTEIN FOAMS - TABLE 44

Control was achieved in 14 of the 24 tests conducted with an
average control time of 3.59 min. None of the fires was
extinguished.

SYNTHETIC FOAM - TABLE 45

Control was achieved in two of the six tests conducted with
a control time of 1.58 and 0.92 min. Extinguishment was not
obtained in any of the tests.

FLUOROPROTEIN - TABLE 46

Control was obtained in 15 of the 1§ tests conducted with
average control time of 2.99 min. Four of the test fires were
extinguished and the average extinguishment time was 4.23 min.
Three foams passed the torch test and one foam passed the burn-
back resistance test.
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AFFF - TABLE 47

Control was achieved in all of the 30 tests conducted with
an average control time of 1.66 min. Eighteen of the foams
extinguished the test fire with an average extinguishment time of
2.73 min. None of the foams passed the torch or burnback tests.

D. 0-F-555C
The following results were obtained in the 0-F-555C tests.
PROTEIN - TABLE 48

Control was obtained in 22 of the 24 tests conducted with an
average control time of 2.41 min. The fire was extinguished in
20 of the tests with an average extinguishment time of 3.60 min.
Six foams met the torch and burnback resistance requirements.

SYNTHETIC FOAM - TABLE 49

Control was obtained in all of the five tests conducted with
an average control time of 1.45 min. Three of the five fires
were extinguished with an average extinguishment time of
3.36 min. None of the foams passed the torch or burnback
resistance test.

FLUOROCPROTEIN - TABLE 50

L R — e

Control was achieved in all 18 tests conducted with an )
average control time of 1.71 min. Seventeen of the test fires
were extinguished with an average extinguishment time of
2.94 min. Successful torch tests results were obtained in 16 of
the tests and acceptable burnback resistance results were
obtained in 12 tests.

AFFF - TABLE 51

Control was achieved in all 30 tests conducted with an
average control time of 1 min. Twenty-five of the fires were
extinguished with an average extinguishment time of 2.08 min.
Six passed the torch test and four passed the burnback resist-~
ance test.

E. Foam Quality

The_foam quality tests, as specifieg by the pan method
(NFPA 112) and cylinder method (NFPA 11B“), are summarized by
Tables 52, 53, and 54 and by Figures 33 through 42,

The purpose of Tables 52 through 54 is not to provide a
ranking of foams based upon foam guality, but merely to provide
tabular representations of this data.
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L TABLE 39

COMPARISON OF FRN CONTROL, EXTINGUISHMENT AND BURNBACK
RESISTANCE RESULTS WITH VARYING FUELS AND WATERS

Foam Control Min Extinguishment, Min Burnback Resistance, Min
Type Average S.D. Average S.D. Average S.D.

ALL TEST
All 1.16 0.65 1.62 0.78 14.67 7.86

ALL TESTS WITH HEPTANE

All 0.88 0.46 1.35 0.69 17.79 9.19
Protein 1.42 0.43 2.19 0.38 19.81 12.13
Synthetic 0.64 0.20 1.19 + 7.75 +
Fluoroprotein 0.76 0.11 1.24 0.21 25.67 4.67
AFFF 0.55 0.17 0.73 0.16 10.65 3.00
ALL TESTS WITH GASOLINE
All 1.33 0.69 1.82 0.80 12.46 5.96
Protein 2.08 0.49 2.52 0.40 16.46 6.53
Synthetic 1.72 0.23 2.87 + 4.50 +
Fluoroprotein 1.27 0.30 2.05 0.44 15.11 3.27
AFFF 0.75 0.42 0.97 0.40 7.52 2.24
ALL TESTS WITH FRESH WATER
All 1.06 0.55 1.47 0.72 16.27 8.46
Protein 1.59 0.48 2.21 0.33 22.24 8.63
Synthetic 1.12 0.56 1.19 + 7.75 +
Fluoroprotein 1.01 0.36 1.68 0.62 20.48 6.57 :
AFFF 0.68 0.37 0.82 0.30 9.61 3.09 i
¥
; ALL TESTS WITH SEA WATER j
i
l’ | all 1.37 0.79 1.94 0.83 11.33 5.17
i Protein 2.26 0.44 2.66 0.40 13.70 4.90
? Synthetic 1.79 + 2.87 + 4.50 +
Fluoroprotein 1.35 0.29 1.97 0.19 14.90 4,06
3 AFFF 0.68 0.35 0.97 0.41 7.06 1.75

ALL TESTS WITH 3 PERCENT CONCENTRATES

k. All 1.15 0.63 1.64 0.92 14.19 7.68
: Protein 1.77 0.49 2.43 0.40 19.63 8.52
; Synthetic 1.43 0.60 2.03 1.19 6.13 2.30
‘ Fluoroprotein 1.13 0.36 1.82 0.71 18.13 6.34
AFFF 0.60 0.20 0.81 0.32 9.38 3.88
Table Cont'd On Next Page......
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TABLE 39 (Con't)

Foam Control Min Extinguishment, Min Burnback Resistance, Min
Type Average S.C. Average S§.D. Average S.D.

ALL TESTS WITH & PERCENT CONCENTRATES

All 1.22 0.72

1.68 0.77 14.48 8.15
Protein 1.86 0.64 2.33 0.44 18.41 8.73
Synthetic 1.08 0.81 + + + +

Fluoroprotein 1.09 0.39 1.71 0.36 19.47 6.71
AFFF 0.76 0.46 0.92 0.35 8.38 1.63

+ - Insufficient Data
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